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CONSTRUCTION NOTES:
 1 UNDERGROUND STORAGE TANKS SHOWN ARE APPROXIMATE SIZE

AND IN APPROXIMATE LOCATION. CONTRACTOR SHALL CONFIRM

ACTUAL SIZE AND LOCATION OF TANKS TO DETERMINE REMOVAL

LIMITS. ALL PIPING AND APPURTENANCES SHALL BE REMOVED

WITHIN APPROXIMATE LIMITS OF CONSTRUCTION.

 2 CONTRACTOR SHALL REMOVE EXISTING POURED CONCRETE

CEMENT AND/OR AC PAVEMENT TO THE EXTENTS REQUIRED FOR

TANK AND PIPING APPURTENANCES. LIMITS OF REMOVAL SHALL BE

REVIEWED AND ACCEPTED BY ENGINEER.
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CONSTRUCTION NOTES:
 1 ABOVE-GROUND STORAGE TANK SHOWN IS APPROXIMATE SIZE AND IN

APPROXIMATE LOCATION. CONTRACTOR SHALL SUBMIT MANUFACTURER

SPEC SHEETS TO ENGINEER FOR REVIEW OF ACTUAL SIZE AND

LOCATION. TANK SHALL MEET PROJECT SPECIFICATIONS.

 2 CONSTRUCT RETAINING WALL PER DETAIL ON SHEET 4. LIMITS AND

CONFIGURATION PER SHEET HEREON. PRIOR TO CONSTRUCTION OF

NEW RETAINING WALL, POTHOLE TO DETERMINE EXTENT OF FOOTING

FOR EXISTING CMU SOUND WALL.

 3 CONSTRUCT OVERHEAD STRUCTURE FOR 2-INCH FUEL LINE AND

PERTINENT PIPING IN ACCORDANCE WITH DETAILS ON SHEET 4 AND

PROJECT SPECIFICATIONS. CONTRACTOR CUT SHEETS TO BE REVIEWED

AND APPROVED BY ENGINEER.

 4 EXISTING LIGHT POLE TO BE REMOVED. NEW LIGHT POLE TO BE

LOCATED AS SHOWN HEREON.

 5 PLACE AC PAVEMENT TO THE LIMITS OF HARDSCAPE REMOVED TO THE

EXTENT OF THE LIMITS REMOVED, STRENGTH AND THICKNESS IN KIND.

 6 CONTRACTOR SHALL REPLACE EXISTING FUEL DISPENSER WITH NEW

DISPENSER. REUSE EXISTING SUMP AND CAP, AND ABANDON EXISTING

UNDERGROUND FUEL LINES.

 7 PROVIDE NEW FUEL KIOSK AND INTEGRATE WITH FUEL DISPENSER PER

SPECIFICATION 22 12 05.
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CONSTRUCTION NOTES:

GENERAL:

PROVIDE ELECTRICAL INSTALLATION IN ACCORDANCE WITH NATIONAL ELECTRICAL CODE
(NEC) FOR FUEL TANK STORAGE AND DISPENSING EQUIPMENT AND FACILITIES.  PROVIDE
WIRING METHODS AND SEALING REQUIREMENTS PER NEC.   REPLACE/RESTORE ALL SEALS
IN ANY EXISTING CONDUIT THAT MAY BE RETAINED AND REUSED FOR REPLACEMENT
EQUIPMENT.

ELECTRICAL CONSTRUCTION NOTES:

EXISTING UNDERGROUND 12,000 GALLON FUEL (GASOLINE) TANK TO BE REMOVED.
DISCONNECT EXISTING ELECTRICAL CONNECTIONS INCLUDING PUMP, LEVEL GAUGE AND
LEAK DETECTION SENSORS.  RETAIN PUMP POWER SOURCE FROM EXISTING PANELBOARD
FOR CONNECTION TO NEW ABOVE GROUND GASOLINE FUEL TANK.

EXISTING UNDERGROUND 2,500 GALLON DIESEL TANK TO BE REMOVED. DISCONNECT
EXISTING ELECTRICAL CONNECTIONS INCLUDING PUMP, LEVEL GAUGE AND LEAK
DETECTION SENSORS.

EXISTING EMERGENCY FUEL ISLAND GAS DISPENSER SHUT DOWN SWITCH.  RETAIN
LOCATION. REUSE CONDUIT AND ELECTRICAL BOXES AS SUITABLE, AT CONTRACTOR
OPTION.  PROVIDE NEW WIRING AND SWITCH FOR NEW GAS DISPENSER.

EXISTING POWER SOURCE PANELBOARD 120/208V 3 PHASE.  LOCATED IN INTERIOR
ELECTRICAL CLOSET.  ROUTE NEW POWER CIRCUITS FROM THIS LOCATION TO EXTERIOR
OF BUILDING.  SURFACE MOUNT CONDUIT IN EXPOSED OPEN CEILING AREA BETWEEN
CLOSET AND EXTERIOR COURTYARD. SURFACE MOUNT CONDUIT TO EXTERIOR OF
BUILDING AS NECESSARY WITHIN COURTYARD AREA.

EXISTING FUEL SYSTEM CONTROL BOX.  REMOVE ABANDONED EQUIPMENT.  FUEL
DISPENSING MONITORING SYSTEM TO BE REPLACED. SEE SPECIFICATIONS.
REUSE EXISTING CONDUIT BETWEEN DISPENSING ISLAND AN BUILDING FOR REPLACEMENT
CONTROL/MONITORING SYSTEM.  PROVIDE NEW CABLE PER MANUFACTURE.  RESTORE
CONDUIT SEALS PER NEC.

NEW 12,500 GALLON ABOVE GROUND FUEL (GASOLINE) TANK. PROVIDE NEW ELECTRICAL
CONNECTION TO PUMP, EMERGENCY DISPENSER SHUT DOWN SWITCH, LEVEL GAUGE AND
LEAK DETECTION MONITORING SYSTEMS.  SEE DETAILS AND DIAGRAMS.

NEW ABOVE GROUND DIESEL TANK.  PROVIDE NEW ELECTRICAL CONNECTION TO PUMP,
EMERGENCY DISPENSER SHUT DOWN SWITCH, LEVEL GAUGE AND LEAK DETECTION
MONITORING SYSTEMS.  SEE DETAILS AND DIAGRAMS.

EXISTING LIGHT POLE. REMOVE POLE AND BASE.  REMOVE LIGHT CIRCUIT CONDUCTORS
FROM THIS LOCATION TO SOURCE. PROTECT UNDERGROUND CONDUIT FOR USE IN
RE-FEEDING NEW LIGHT POLE.

NEW LIGHT POLE AND BASE. RECONNECT TO EXISTING CONDUIT NEAR EXISTING REMOVED
LIGHT POLE BASE. PROVIDE NEW CONDUIT AND CONDUCTOR TO RESTORE CIRCUIT.
3#6,  1 1/4"C. 24" B.G.  LIGHT AND POLE TO BE 20' ROUND TAPERED STEEL POLE WITH
125W LED.  EQUAL TO LITHONIA.

POWER CIRCUIT FOR DIESEL TANK. 3#12, 3/4" EMT POWER. 1-3/4" EMT
CONTROL-MONITORING.   SURFACE MOUNTED AT 8' A.G. ALONG COURTYARD WALL OF
BUILDING AND COURTYARD PERIMETER WALL.  TRANSITION TO RSC WITH SEAL-OFFS
BEFORE TANK. CONNECT TO DIESEL FUEL PUMP AND HOSE DISPENSER.  PROVIDE 20A-2P
BREAKER IN EXISTING PANEL.

PROVIDE EXPLOSION PROOF DISCONNECT SWITCH AND CONNECTION TO DIESEL PUMP.
COORDINATE CONNECTION POINT OF TANK WITH TANK MANUFACTURER.

CIRCUITS FOR FUEL TANK. 3#12, 3/4" EMT, POWER.  AND 1-3/4" EMT FOR
CONTROL-MONITORING.  CABLE PER MANUFACTURER. ROUTE UNDERGROUND TO
BUILDING.  TRANSITION TO RSC WITH SEAL-OFFS BEFORE TANK. CONNECT TO FUEL PUMP.
CONNECT TO MONITORING EQUIPMENT.  WITHIN BUILDING, ROUTE CONDUIT SURFACE
MOUNTED WITHIN STORAGE ROOM AND IN OPEN CEILING AREA TO EXISTING ELECTRICAL
CLOSET.  PROVIDE 20A-2P BREAKER IN EXISTING PANEL.

PROVIDE NEW EMERGENCY SHUT DOWN SWITCH FOR DIESEL FUEL PUMP MOTOR.
SURFACE MOUNT TO EXTERIOR WALL.

PROVIDE EXPLOSION PROOF DISCONNECT SWITCH AND CONNECTION TO FUEL PUMP.
COORDINATE CONNECTION POINT OF TANK WITH TANK MANUFACTURER.
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NOTES:
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BASE WITH LIGHT FIXTURE
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AS SHOWN.
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MINIMUM

MINIMUM 1/2 INCH DIAMETER X
10 FOOT GROUND ROD.
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LUMINAIRE SCHEDULE

Pole RemarksCatalog Information Fixture Description

P1 LITHONIA ATBM P30 PERFORMANCE PACKAGE, 4000K COLOR
TEMPERATURE, ROADWAY TYPE IV DISTRIBUTION.

MULTI

Manufacturer

LITHONIA

Lamp Data
No. Type

LED 4000 K CD

Driver Data

No. mA

492

Voltage

208

Mounting

DAVIT 20' 6" TYPE XHHW TO BE USED WITHIN POLES.

Pole
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Height

ABOVE GROUND FUEL TANK
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